RFls: VA261-15-Q-0715 Herman Miller Exam Room & Laboratory Casework
VA RESPONSES ARE IN RED

1. Once the project is awarded will we be given the opportunity to field verify all rooms prior to
order entry? Yes
2. Please confirm the anticipated award date, first targeted order date, & first targeted installation
date. On or before 9/30/2015 (award); First targeted order 12 wks after field measurements
and submittal approvals; TBD, dependent on construction schedule.
3. Is the document labeled B.2 Price/Cost Schedule the format you want to receive pricing back
in? We want to confirm that the breakdown should be a lump sum per floor.
a. Price Breakdown Example for RFQ Submission:
i. All Lab product
ii. Lab quantity pre-design, schematic design hours & cost per hour. Include
information as to the type and quantity of professionals assigned.
iii. Lab installation
iv. All other Exam room related casework product
v. Exam room casework quantity pre-design, schematic design hours & cost
per hour. Include information as to the type and quantity of professionals
assigned.
vi. Exam room casework installation
vii. Overall AutoCAD / Revit of rooms with approved typicals. Provide field
measurements of all rooms and site coordination as required. Revise
furniture plans accordingly. Prepare final specifications and installation
documents.
viii. Overall Project Management include quantity and title of professionals
assigned with number of hours of service.
iXx. Travel Costs for services

b. Possible phasing of Lab & Exam Room Casework. We would like the vendor to
recommend a phasing plan as part of the Project Management services.
Example:

i. Phase 1—3" Floor Cube (South) — Exam / Procedure Room Modular

Casework - Pediatrics

ii. Phase 2 — 3% Floor Clinical Bar (North) — Exam / Procedure Room &
Consult Room Modular Casework — Primary Care + Specialty Services

iii. Phase 3- 2™ Floor Cube — Treatment Office Modular Casework - Audiology

iv. Phase 4 — 2" Floor Clinical Bar— Exam / Procedure & Consult Room
Modular Casework — Primary Care

v. Phase 5 — 1st Floor Clinical Bar — Exam Room Modular Casework —
Specialty Services

vi. Phase 6 — 1st Floor Clinical Bar — Lab

4. Please confirm what Type 1 and Type 2 refer to on the document labeled B.2 Price/Cost
Schedule. (“Type 1) Modular Casework 66''W Sink Wall Section, and (“Type 2”*) Modular
Casework 48" W Clinician Workstations — “Types 1 & 2” are synonymous with “Set 1 &2”

5. On the document labeled B.2 Price/Cost Schedule please confirm exactly what line item 0001
is. This is a mockup or “prototype” of all the components in one exam room typical. This is
being completed to ensure changes aren’t required prior to manufacture of over 94
quantities of Set 1, and 125 quantities of Set 2.



6. Attachment 13, which is the Bidder worksheet, calls out Sets 1-9. This lists quantities for
each. Sets 1-3 are color coded so we can determine how many of these are on each floor. Sets 4-
9 are not color coded so there is no way to verify which floors/rooms these items are going
into. We need a breakdown per floor if we are to provide a lump sum per floor on the B.2
Price/Cost Schedule. Total quantities are given on the bidder worksheet, but not by
floor. Example the total quantity of Women’s Wardrobe Cabinets is 11, total quantity
Telehealth Cabinets is 129.

7. Both single and dual monitor arms are called out. We need to know which rooms are getting
singles and which ones are getting dual.

a. The rooms getting the dual monitor arms will be: 3B611, 3B609, 3B603, 3B601,
3C600, 3C602, 3C604, 3C610, 3C612, 3C614, 3C615

8. On Page 6 under General, will you please let us know if you want the specifications for one (1)
typical workstation, or specifications per the total quantity on the bidders sheet? Specifications
are required for all products.

9. Will you please clarify how many phases there will be per floor? See above regarding phasing

NOTE: The CLINS AS LISTED IN B2 WILL BE HOW THIS REQUIREMENT IS INVOICED;
COMPLETION PER FLOOR. FOR QUOTE SUBMISSION PURPOSES, PLEASE SUBMIT AS
SUGGESTED ABOVE IN NUMBER 3.



